
 

 

 

 

 

Commission Meeting Minutes 

 

      Indiana Fire Prevention and Building Safety Commission 

Indiana Government Center South 

302 West Washington Street 

Indianapolis, Indiana 46204 

 

October 2, 2018 

 

CORRECTED AND APPROVED 

 

1. Pursuant to IC 22-12-2-6, the Indiana Fire Prevention and Building Safety 

Commission’s regular monthly meeting was opened by Chairman Nicoson at 9:02 a.m. 

on October 2nd, 2018. 

 

a. Commissioners present at the Commission Meeting,  

 

Mike Corey 

Greg Furnish 

Kevin Goeden, representing the Commissioner, Department of Labor 

Joseph Heinsman  

David Henson 

Todd Hite, representing the Commissioner, Department of Health 

James Jordan 

Robin Nicoson, Chairman 

Scott Pannicke 

Michael Popich 

 

b. Commissioners not present at the Commission meeting: 

 

Jessica Scheurich, Vice-Chairman 

 

c.     The following departmental staff were present during the meeting: 

  

James Schmidt, Deputy Attorney General and Legal Counsel 

Douglas Boyle, Director of Fire Prevention and Building Safety Commission 

Craig Burgess, State Building Commissioner 

Denise Fitzpatrick, IDHS Code Specialist 

Justin Guedel, IDHS Staff Attorney 

Alank Blunk, IDHS Plan Review Section Chief 

Kevin Troy, State Fire Marshal’s Office – Code Enforcement Assistant Section Chief 

Sarah Chaney, FPBSC’s Secretary  



 
 

 
 

 

 

 

2. Director Boyle conducted roll call, and noted that quorum was present.  

 

3. Minutes Approval  

 

Director Boyle called for corrections and approval of the Commission’s minutes for its 

September 4th, 2018 meeting. It was noted that Commissioner Popich abstained from the 

Commission review of a city issued citation. It was mentioned that 18-09-30 Yorktown 

should have the condition listed with the date of 4/15/2019. 18-09-43(d) was deemed No 

Variance Required. 18-09-28 should have mentioned the action was No Variance 

Required because it was a considered a piece of equipment. This was voted upon and 

carried.   

 

4. State Building Commissioner’s Report 

 

Craig Burgess read an email received from Pastor Chris Williams of Cross Point 

Christian Academy about school safety issues. In this letter he mentioned two door 

barricading products, and believes the Fire Prevention and Building Safety Commission 

should relook at the codes due to the life safety of children. He understands that egress is 

important but Teacher and students’ lives are more important than the code when facing 

a threat from within. Mr. Burgess stated this situation isn’t going to go away. Whether 

the commission had a tool to reevaluate now or during the next code cycle. He is 

looking forward to the outcome of the Scottsburg Pinch Guard variances. He believes 

manufactures need to take more responsibly in developing products that meet code.  

 

5. Rulemaking Updates 

 

2018 Elevator Code Commission Update 

 

Commissioner Corey stated they are continuing A17.1 Section 8. It was decided not to 

adopt A17.6 as the suspension standards they release in A17.1 are good enough.  It’s a 

tough part of the code to come to an agreement on 

 

2018 Indiana Residential Code Committee Update 

 

Commissioner Furnish stated the next meeting is October 17th. They will be going over 

chapters 30-38 in conference room 29. The committee is ahead of schedule and will 

have something to give to the commission to review shortly.  

 



6. Request for Clarification on the Application of the Commission’s Rules – Deputy Chief 

Michael Arany and Fire Marshall Braden Prochnow, White River Township Fire 

Department 

 

White River Township Fire Department sought clarification on Rule 13 GAR 675 IAC. 

This is in regards to a single family dwelling to have a change of occupancy to 

accommodate a school. The Fire Department is worried that using a Rule 13 and then 

using a chapter 34 is circumventing the actual intent of the code, and setting a dangerous 

presence. They noted egress concerns and other safety hazards. Additionally they are 

concerned future inspectors won’t be able to track which areas of the building can be 

inhabited and which can’t. Commission Legal Counsel has concerns with the 

Commission giving advice on these issues. Suggests not responding or proceeding with 

caution.  The State Building Commissioner stated that the Chapter 34 conversion 

process doesn’t consider the past happenings with the structure. He doesn’t believe the 

code offers a way to limit this, but would need legal to see they can clarify the rule. The 

FPBS Commission Chairman Nicoson urges the involved parties sit down to discuss this 

situation before proceeding.  

 

7. Commission Action on Third Party Inspection Agency Renewals 

 

Hillborn, Werner, Carter & Associates, Inc. 

 

Kevin Troy, State Fire Marshal’s Office, recommended approval. Commissioner Popich 

motioned to approve. This was voted upon and carried.  

 

8. Overview/Clarification on Petition for Administrative Review Process for the Fire 

Prevention and Building Safety Commission – Jonathan Whitham/Justin Guedel, 

IDHS Legal 

 

Jonathon Whitham, IDHS Legal Counsel, presented a new idea for submitting for 

administrative review using an online form. He stated the goal for this administrative 

review is to provide a quick, informal way to correct a wrong situation in which an order 

was issued due to being incorrectly handled. They will still have the old processing 

method available as this online form is tested, but they want to offer this for immediate 

preview for petitions or informal review.  The goal is to have this resolved in days 

instead of months. This is simply a test to see if this works or not. Concerns about giving 

all parties involved enough notice if appeals appear on the agenda for a Commission 

meeting. Commissioner Popich stated he was concerned about individuals in rural 

communities that have travel far only to potentially have the appeal no heard. 

 

9. Petitions for Administrative Review  

 

a. Timely  

 

Variance No. 18-05-04 Fazoli’s  



This was submitted through the portal. Calculated date of submission allowed this to be 

timely 

 

b. Commission Determination of Standing  

 

State Inspection Report State Number 395767 – McCutchanville Elementary 

 

Upon review of submission it was noticed that the contracted electrical company 

submitting the order for review. It was questioned whether this was an allowable party 

to submit the review. Legal Counsel said petitioners effected by the order can request it, 

but not sure they are entitled to a hearing. This was voted upon and carried.  

 

10. Commission Action on Non-Final Orders of Dismissal 

 

a. Daniel’s Vineyard  

 

Cause Number: DHS-1809-FPBSC-008 

 

This was voted upon and carried.  

 

11. Variances 

 

a. Tabled Variances  

 

18-06-07 Calvary United Methodist Church Ansul System, Syracuse – paper filing, table 

per proponent’s request  

 

Tabled – Commissioner Furnish; Commissioner Corey 

 

Original submitter no longer with the church so the new chair is now looking into 

removing the parts or selling the hoods.    

 

18-06-70 Wedding Banquet Hall – Furry, Culver 

 

Approved – Commissioner Heinsman; Commissioner Furnish 

 

Tim Callas, consultant, stated the engineering review is done. The structure is passing 

chapter 34 eval. They are attaching anchors under the trusses full length of the building 

on both sides. Engineer believes there is rebar in the block parts due to finding steel 

sticking out. He assumes it’s the full length. Improvements are approved by the designer. 

Complying bathrooms not on floor plan in a separate free standing building. Local 

officials have been working with them.  

 

 18-07-16 HealthSouth Deaconess Rehabilitation Hospital, Newburgh 

 



Approved – Commissioner Hite; Commissioner Goeden 

 

James Booker, Healthcare Professional, requested a variance for portable shower seats 

instead of wall mounted seats. This would allow for more moveably for the nurses as 

washing parts near the wall is hard. Wall mount seats also can’t be used by larger 

patients. Each room would have its own seat. If the seat needed to be moved, then staff 

would assist. Will have something to keep the seats from slipping in the shower. 

 

18-08-02 Lindberg Point, West Lafayette 

 

Tabled – Commissioner Furnish; Commissioner Popich 

 

18-08-16 The Landing Development – 116 Renovation, Fort Wayne 

 

Tabled – Commissioner Pannicke; Commissioner Popich 

 

18-08-62 Homestead Apartments Fire and Building Code Violation, West Baden Springs 

 

Director Boyle stated they needed more time to follow up on this.  

 

Tabled – Commissioner Furnish; Commissioner Corey 

 

18-08-72 Black Walnut Grove Estate, West – incomplete  

 

Waiting on Chapter 34. IT to put back in ID status. 

 

18-09-25 Morgan Reception Hall 2, North Vernon 

 

Approved with conditions – Commissioner Pannicke; Commissioner Corey  

Condition(s): Loft at the east end of the building is limited to 5 people. 

 

Bernie Housberger requested a variance to not install a sprinkler system due to cost 

which was estimated to be $260,000. Fire Chief Mike Coal looking for additional items 

like putting in a dry hydrant, smoke detection system, and shunt trips on all the outlets to 

activate the alarm. Proponent agreed to this.   

 

18-09-40 Cornerstone, Marion  

 

Approved with conditions – Commissioner Pannicke; Commissioner Popich 

Condition(s):   

 The current standpipe system remains active for emergency personnel to use in an 

emergency situation. 

 



 The current system shall be compatible with Marion Fire Hose threads as stated 

in I.F.C. 905.1  

 

 The current system is inspected, tested, and maintained by a professional and 

trained fire protection technician as stated in I.F.C. 901.6 

 

Robert Johnson, Cornerstone Representative, asked for a variance to remove fire hoses 

from cabinets. Plan to maintain pipe as is.  Make sure connections work for fire hoses. 

 

Breaking and reconvening: Chairman Nicoson recessed the Commission at 10:35 a.m. It was 

called back to order at 10:47 a.m. 

 

18-10-42 (a) (b) (c) (d) IU North Walnut Grove Housing, Bloomington 

  

Commissioner Popich motioned to remove from block vote. Commissioner Corey 

seconded that motion.  

 

Approved – (a) Commissioner Popich; Commissioner Heinsman, (b) Commissioner 

Henson; Commissioner Goeden, (c) Commissioner Corey; Commissioner Jordan. (d) 

Commissioner Henson; Commissioner Corey  

Abstained – Commissioner Pannicke  

 

Ed Rensink, RTM Consultants, Variance (a) is to allow nonrated opening in corridors. 

Glass is used for separation, and is nonrated. Tim Clapp, LFO Bloomington, is concerned 

that they don’t use fire rated glass, and stated sprinklers don’t fix everything. He 

continued on to mention that sprinklers in a pathway makes it hard to get through the area. 

Ed argued that glazing the glass to make it fire rated is expensive, and sprinklers can cool 

the glass. Commissioner Hite asked if the building would meet the occupancy type in the 

Life Safety Code. Ed answered it allows for egress as defined without obstacles. 

Commissioner Corey mentioned the commission has put sprinkler heads in the opening of 

glass several times over.  Commissioner Heinsman commented the problem is this would 

indicate a direction against the way this commission has ruled previously. This needs to be 

a larger discussion. Tim Clapp accused IDHS variance staff of rubber stamping cases like 

this. It was questioned whether this should remain an A/B category. Variance (b) is to 

allow egress path through a lounge space. This does comply with Life Safety Code for 

foyers, lobbies, and reception rooms. Variance (c) is to allow doors to not have closers. 

The area is protected by an NFPA sprinkler system. Local is worried about having to 

maintain and test all of the closers for every door in this area. Tim Clapp argued that 

students will hold these doors open in between rooms, and if the doors have closers it’ll 

close behind them. This would protect the room in the case of a fire. State Building 

Commissioner asked what the alternatives were if it’s not life safety because maintenance 

isn’t enough to hang your hat on. Ed Rensink stated they were offering smoke detection 

and quick response sprinklers which would isolate the room of origin. Variance (d) was 

approved with little discussion. 

 

 



b. New Variances - Category A/B.  

 

Approved – Commissioner Pannicke; Commissioner Jordan  

 

18-10-03 (a) (b) The Arbuckle Brownsburg, Brownsburg 

Abstained – Commissioner Heinsman, Commissioner Corey  

18-10-04 Edinburgh Hwy 31, Edinburgh 

18-10-14 (a) (b) Oasis at 56th Street, Indianapolis 

Abstained – Commissioner Corey  

18-10-15 (a) (b) Minnie Hartmann Center, Indianapolis 

Abstained – Commissioner Corey  

18-10-16 (a) (b) Goodman Campbell, Carmel 

Abstained – Commissioner Corey  

18-10-17 (a) (b) Parker Place Indianapolis, Indianapolis 

Abstained – Commissioner Heinsman, Commissioner Corey 

18-10-19 Old National Bank, Vincennes  

18-10-20 Prairie Creek Park, Frankfort 

Abstained – Commissioner Heinsman 

18-10-21 White River State Park Concert Venue Restrooms, Indianapolis 

18-10-22 (a) (b) 16 New Jersey, Indianapolis 

Abstained Commissioner Heinsman, Commissioner Popich  

18-10-25 (a) (b) (c) University of Notre Dame – Men’s Residence Hall, Notre Dame 

Abstained – Commissioner Goeden 

18-10-26 (a) (b) (c) Eli Lilly K108 Central Inspection Expansion, Indianapolis 

18-10-30 Grandview Tower Hose Removal, Evansville 

18-10-46 Handcrafted Doors, Millersburg 

18-10-53 Hose Cabinets, Fort Wayne 

18-10-55 (a) (b) (c) Springhill Suites by Marriott, Fort Wayne 

18-10-56 (a) (b) (c) (d) Grand Park Spring Hill Suites, Westfield 

18-10-62 (a) (b) Lafayette Staybridge Inn, Lafayette 

Abstained – Commissioner Corey  

 

c. New Variances - Category C/D/NVR 

 

Self-Representing Applicants/Architects/Designers/Non-Consultants outside of Indianapolis 

metropolitan area: 

 

18-10-60 Brownsburg Animal Clinic Expansion, Brownsburg 

 

Approved – Commissioner Corey; Commissioner Furnish 

Abstained – Commissioner Heinsman 

 

Samantha Brady, Owner, asking for a variance to install a fire hydrant 400 feet away from 

a portion of the building. Previous owners of neighboring property wouldn’t let a water 

main go through their property. Putting in the piping was $26,000. Steve Jones, Local Fire 

Official, is okay with this do to the early detection system in the building. 



 

18-10-11 (a) (b) (c) Broadway UMC Reinvisioning, Elkhart 

 

Approved – (a) (b) (c) Commissioner Corey; Commissioner Popich 

 

Scott Perez, proponent, stated this was an existing church, and the chair lift was damaged 

in the fire. They are replacing it with a new chair, but it exceeds the lengths stated in the 

code. Commissioner Corey said this was going in new then no but this was existing, and 

they are trying to update this. It’s only a foot off of travel distance with no change of 

condition. Variance (a) is for the platform lift exceeding travel by 168 inches. They want to 

allow it for 190 inches. This lift was recently replaced due to fire. Variance (b) is for the 

use of the exiting doors to be reused. They don’t meet the opening requirements. Variance 

(c) is for the doors to not be power operated due to the nature of the original construction 

not allowing for room.  

 

18-10-02 Tippy Creek Winery Cables, Leesburg – Paper filing, Table per proponent’s 

request 

 

Tabled – Commissioner Furnish; Commissioner Corey  

 

18-10-07 & 18-10-57 School Safety – Pinch Guards, Lexington & Scottsburg 

 

Approved with Condition(s) – Commissioner Pannicke; Commissioner Corey  

Condition(s) – This is to be placed 18 inches from the floor on the floor with a sunset date 

of 7/1/2020 

 

Applications weren’t processed in time for the last meeting, but it was agreed these would 

be approved with the same condition as the others.  

 

18-10-09 Crazy Caretakers Inc., Holland  

 

Denied – Commission Popich; Commissioner Henson 

 

Proponent was a no show. Doug Boyle, Commission Director, stated they attempted to 

submit a late filing request. This variance was for a haunted maze. 

 

18-10-10 Ceres Partners Office, South Bend  

 

Denied – Commissioner Corey; Commissioner Pannicke 

 

Representative from Alliance Architect stated they needed a variance for exceeding the 

elevator travel distance. Each floor place is less than 3000 sq. ft., and the Owner is trying to 

increase accessibility. Part of the elevator wall is utilized by a stairwell.  Woof frame wall. 

Building has a shaft that went down but no bottom structure. They want to make the 

existing shaft smaller.  Commissioner Corey expressed concerns about not having fire 

service and a few other parts. Proponent’s position is we don’t have to have the elevator at 



all.  Commissioner Corey was concerned that if the commission started letting them have 

more stops and increasing the travel distance without other safety equipment is it really 

safe. After being told it would be a smaller elevator than the shaft opening, it was brought 

up that this elevator wouldn’t be meeting ADA compliance or handicap code.  

 

18-10-33 American Lift Building, Greensburg  

 

Withdrawn  

 

18-10-38 Mitchell’s Red Cedar Farm the Old Gary Barn, Frankfort  

 

Tabled – Commissioner Corey; Commissioner Popich 

 

The Mitchell’s stated they wanted to convert this existing bar into a Wedding venue using 

Rule 13.  They uploaded the floor plans and items as far as fire exists for the barn. The 

Commission informed them that there is a process for these barns and instructed they bring 

in an engineer. Kevin Troy, State Fire Marshal’s Office, stated this isn’t automatically a 

class one structure and this is private property.  State Building Commissioner mentioned 

Rule 13 isn’t the right tool for this. This was tabled to allow them to time to learn or find 

someone to guide them through this process.  

 

18-10-41 Beer Garden Canopy, Bedford 

 

Approved with Condition(s) – Commissioner Pannicke; Commissioner Jordan 

Conditions(s) – Sunset date of 10/31/2020. If sides are put on, then there must be a 

dedicated exit door required for the occupancy. Must have true doors with signage and 

hardware, and no combustible appliances within the tent.  

 

Brad Hawkins, Salt Creek, requested a variances for extend time for a canopy to be up in a 

beer garden structure. Commissioner overs a sunset date 2 years out so it could be revisited. 

Mr. Hawkins wasn’t sure if there were going to be sides on it for winter, but it would be 

anchored not pull tied. They are working with local code enforcement on heater for the 

tent. Occupancy load is set to about 100.  

 

18-10-61 Historic Wollenmann House, Ferdinand 

 

Approved with Condition(s) – Commissioner Henson; Commissioner Goeden. 

Condition(s) – The whole building needs to be rent to the same entity or person. 

 

Representative from the Historical Society is currently renting the bistro on the lower floor, 

but the renters want to live in the second floor. Sprinkler system was going to cost $16k. 

They don’t have the cost on the fire rating. The top floor isn’t normally rented because it 

doesn’t have a kitchen. Renters want to use the bistro kitchen. All new electrical and 

HVAC. Kevin Troy mentions they can call it a mixed use single family dwelling. 

  

18-10-63 Victory Theater, Evansville 



 

Approved with Condition(s) – Commissioner Furnish; Commissioner Popich 

Conditions – Sunset date of 10/1/2021 if it’s not fixed before baring that the broken number 

of sprinkler heads do not exceed 15% of total number. 

 

Representative from Building Authority for Evansville is requesting a variance for the 

escutcheons for the sprinkler heads. It was found during an inspection report. They would 

have to build scaffolding to get to most of the heads to fix them. A lift won’t fit through the 

doors. It’s estimated there are 60 heads in the building. Commissioner Popich motioned to 

table till after lunch. Commissioner Jordan seconded this motion.  

 

Breaking and reconvening: Chairman Nicoson recessed the Commission at 12:35 p.m. It 

was called back to order at 1:42 p.m. 
  

Commissioner Furnish motioned to un-table. Commissioner Goeden seconded this motion 

 

Evansville Fire Chief isn’t opposed to variance. They will be painting the ceiling at a later 

date, and plan to correct this then.  

 

Self-Representing Applicants/Architects/Designers/Non-Consultants inside of Indianapolis 

metropolitan area: 

 

18-10-12 (a) (b) Bethel Townhomes Renovations, Indianapolis  

 

Approved (a) (b) – Commissioner Pannicke; Commissioner Corey  

Abstained – Commissioner Popich 

 

David Young is requesting two variances, on his client’s behalf, for 64 – 2 bedroom 

townhomes and 30 – 3 Bedroom Townhomes. Variance (a) is replace the furnace but they 

don’t have the proper clearance according to code enforcement.  They place to add a side 

door and hang the water heater to the ceiling. They want to maintain the current clearance 

instead of expanding for the extra 4 to 6 inches needed. Jeff Dean, City of Indianapolis, 

stated this would be an alternate furnace due to HVAC changes since the 60s’. 

 

18-10-18 Church Arbor, Indianapolis  

 

Approved – Commissioner Corey, Commissioner Pannicke 

 

Ed Neil requested a variance to build a post building with metal roof. This is to store picnic 

tables and chairs. This structure is more than 400 ft. from the hydrant. Condos on the other 

side of main building. 

 

18-10-28 House Relocation from 1218 Prospect to 1218 Evison Street, Indianapolis  

 

Approved – Commissioner Heinsman; Commissioner Corey 

 



Paul Robinson requested a variance is for the alternation to also not have to replace 

windows, siding, and such to be fired rated. Exterior is fire rated. Moving that building 

would make the windows not be a point of egress. 

 

18-10-36 Attic Project – Stairway, Indianapolis  

 

Approved – Commissioner Furnish; Commissioner Corey  

 

Rick Rush, owner, is requesting a variance for the 6 ft. 8 in. requirement for the head 

clearance. They are building a room in the attic, and it will have a 4 by 4 egress window. 

Landing up is against code. It will be an open path.   

 

Consultants:  

 

18-10-05 The Barn at Timber Ridge Morgantown  

 

Approved with Condition(s) – Commissioner Jordan; Commissioner Heinsman 

Condition(s) - Grading is to be installed to make 2 of the 3 exits accessible along with the 

interior platform.  

Abstained – Commissioner Heinsman 

 

Melissa Tupper, RTM, requested a variance to use chapter 34 for the conversion of this 

barn into an event center. It is in compliance with chapter 16, and has been reviewed by a 

structural engineer. They will have fire protection, shunt trips, and smoke detection. 

Occupancy load is set to 266. Commission had concerns about the building being handicap 

accessible in case of an emergency.  

 

18-10-06 R& A Cassopolis Property LLC, Elkhart  

 

Approved – Commissioner Pannicke; Commissioner Jordan  

 

Carrie Ballinger, RTM, request to allow them to use tie off anchor instead of tie equipment. 

 

18-10-08 (a) (b) (c) 215 S Walnut Street Apartments, Bloomington  

 

Approved – (a) Commissioner Pannicke; Commissioner Henson, (b) Commissioner 

Pannicke; Commissioner Popich, (c) Commissioner Jordan; Commissioner Corey  

Abstained – Commissioner Heinsman 

 

Carrie Ballinger, RTM, variance (a) is for exterior openings. They do not meet the 

separation distance. There are sprinkler heads at the openings. This is a NFPA 13R system 

throughout. Variance (b) is for the stairways on the courtyard like area. Interior stairways 

have exits. They will not be fire rated exits. Sprinklers at openings as well. Variance (c) is 

for the stairway exits only being 8 ft. from the property line.  

 

18-10-13 FSAH Michigan City Replacement Hospital, Michigan City  



 

Approved – Commissioner Pannicke; Commissioner Popich  

 

Variance is for the hose connections to be located on the existing standpipes at the main 

floor landings. 

 

18-10-23 Central Christian Church Temporary Homeless Shelter, Indianapolis 

 

Approved with Condition(s) – Commissioner Pannicke; Commissioner Corey  

Condition(s) – Approved until 4/1/2021 

 

Ed Rensink, RTM, requested a variance for 70 occupants for 75 days. Plans show the gym 

has 2 exits. Manual fire alarm system with smoke detection is currently installed in the 

building. They have restrooms, and will be staffed 24 hours a day.  Funding for this 

program has been approved for the next 3 years. This will be Open Dec 31st through March 

15th. 

 

18-10-24 Graduate Hotel Café, Bloomington 3 

 

Approved – Commissioner Jordan; Commissioner Heinsman 

Abstained – Commissioner Pannicke  

 

Ed Rensink, RTM, requested a variance for this is a café and tenant space. Attached to the 

back of the space is a set of steps which leads right to the sidewalk. Smaller steps in a 

vestibule at the other exit that has sprinklers. 

 

18-10-27 Eric & Joyce Erwin Residence – LP Tank, New Albany  

 

Approved – Commissioner Pannicke; Commissioner Henson 

 

Ed Rensink, RTM, is requesting a variance for the garage being contrasted only 6 ft. from 

the underground LP tank 

 

18-10-29 (a) (b) Metro Building – Roof Deck and Condo Penthouse, Fort Wayne  

 

Approved with Condition(s) – (a) (b) Commissioner Pannicke; Commissioner Popich  

Condition(s) – (a) The occupancy load is to be 49, and the space is only for tenant use. 

(b) There must be a detection system, and the occupancy load will be based 

on the travel distance.  

 

Ed Rensink, RTM, requested variance (a) for the single set of stairs leading from the roof 

deck down to the first floor corridor. This will not be a public area. Variance (b) is for 

lacking the pressurized stairs. They will have detection in the units.  

 

Breaking and reconvening: Chairman Nicoson recessed the Commission at 3:22 p.m. It 

was called back to order at 3:28 p.m. 



 

18-10-31 (a) (b) Eastwood Middle School Additions and Renovation, Indianapolis  

 

Approved with Condition(s) – (a) (b) Commissioner Pannicke; Commissioner Corey  

Condition(s) – Approved until 11/30/2020 

Abstained – Commissioner Heinsman  

 

Ed Rensink, RTM, requested a variance for a temporary means of egress and phasing in 

sprinklers system as they renovate. This is a 4 phase process with the egress changing a bit 

at each phase.  

 

18-10-64 (a) (b) Universal Forestry Products, Granger  

 

Denied (a) (b) – Commissioner Pannicke; Commissioner Popich 

 

Carrie Ballinger, RTM, requested variances for not adding a sprinkler system, and to 

exceed the allowable travel distance n a wood processing and cutting facility. Local Fire 

Marshal is concerned about the lack of fire protection for the 41 acres that houses 19 

buildings. They have had 2 fires that were reported at this facility which started with 

generators catching fire. There is one exit out besides the exit from the generator area. 

Public health and safety is effected because of toxic fumes from the wood if on fire. The 

nearest hydrant is 3.1 Miles away.  

 

18-10-32 Hammond Middle School – High School, Hammond  

 

Approved – Commissioner Pannicke; Commissioner Heinsman 

 

Ed Rensink, RTM, requested a variance to allow for a 45 foot yard separation between the 

current building and new one.  They don’t have a fire exposure problem, and there is fire 

access all the way around the building. They are also adding a fire wall between the two.  

 

18-10-34 UPS Remodel 2 Plainfield 

 

Approved – Commissioner Furnish; Commissioner Popich  

 

Christina Collester, RTM, is requesting the same variance for this property as they did 6 

month ago because now they are adding offices for the employees now.  Occupancy is 

changing based on the separate rooms. 

 

18-10-35 Lilly M11- M12 Stairs Enclosure, Indianapolis  

 

Approved – Commissioner Popich; Commissioner Jordan 

 

Ed Rensink, RTM, requesting a variance to disconnect an electrical system but not remove 

it due to 6 figure cost to move.  Taking out existing and putting new fire rated and 

noncombustible stairs with 2 hour fire walls.  Block walls have a 2 hour rating  



 

18-10-37 Plato’s Court Renovations, Bloomington  

 

Approved – Commissioner Furnish; Commissioner Popich  

 

Melissa Tupper, RTM, requested a variance for falling short on different parts of the egress 

code for every window in these existing apartments. Tim Clapp doesn’t oppose the 

variance.  

 

18-10-39 Canal Road Building LLC Lafayette  

 

Approved – Commissioner Jordan; Commissioner Popich  

 

Melissa Tupper, RTM, requested a variance to allow 2 hour fire walls between the existing 

building and the metal and wood structure. The existing building is noncombustible 

construction.  

 

18-10-40 SMC of America Distribution Center, Noblesville  

 

Approved – Commissioner Popich; Commissioner Pannicke 

Abstained – Commissioner Heinsman 

 

Tim Callas is requesting a variance for new addition connecting to sidewalks, and 

Noblesville asked them to move the stair exit back 38 feet. This is a FD access issue 

 

18-10-43 & 18-10-44 Retail Center, Indianapolis  

 

Approved with Condition(s) – Commissioner Pannicke; Commissioner Popich 

Condition(s) – Any cooking accessory is to be maintained.  

 

Tim Callas stated there are only 2 photos due to a naked homeless man chasing them from 

the property. The new owner is going to put ceiling tiles in, and this is a Small M 

occupancy.  

 

18-10-45 (a) (b) (c) (d) Grand View Phase 2, Mishawaka  

Approved – (a) (d) (c) Commissioner Furnish; Commissioner Goeden, (b) Commissioner 

Pannicke; Commissioner Corey  

Abstained – Commissioner Heinsman  

 

RTM Consultant requested variance (b) for individual garages to be attached to it. This is a 

U occupancy with a sprinkler system.  

 

18-10-47 Kingsfield Apartments – BLDG 13 Rebuild, New Albany 

 

Approved – Commissioner Pannicke; Commissioner Corey   

 



Christina Collester, RTM, stated this is 10 buildings with 16 – 2 bedroom units per 

building. To rebuild the building they have to put a NFPA 13D system. This building is the 

furthest from the main. 

 

18-10-48 (a) (b) (c) (d) (e) (f) (g) City’s Edge, Indianapolis 

 

Tabled (a) – Commissioner Popich; Commissioner Corey  

Approved – (b) Commissioner Pannicke; Commissioner Henson, (c) (d) Commissioner 

Furnish; Commissioner Popich, (e) (f) (g) Commissioner Pannicke; Henson 

Abstained – Commissioner Heinsman 

 

Ed Rensink, RTM is requesting variance (a) to address the height of the building which is 4 

ft. above limit per code. Issue is first floor is driving the height. Margie Bovard, IFD, asked 

for a 13 system. They can do control values, but 13R uses a bird cage system. Variance (b) 

Address the stairs so they can bring them down to the first floor. Variance (g) addresses 

exterior wall to the west opening which is 23% on fire floor but Floors 2 -4 aren’t the same 

Offering sprinkler at each opening.  

 

18-10-49 (a) (b) Schroeder Barn, Rushville  

 

Approved with Conditions listed on the application – Commissioner Heinsman; 

Commissioner Corey  

Condition(s) – (a) Approved till 1/1/2020 

 

Carrie Ballinger, RTM, variance (b) is to use Chapter 34. Variance (a) is to allow portable 

restrooms to be used. 

 

18-10-50 Spark, Fishers  

 

Approved – Commissioner Corey; Commissioner Jordan   

Abstained – Commissioner Heinsman  

 

Ed Rensink, RTM, requested a variance for live/ work units. Below will be a business, but 

the people running it will live above. There is a sprinkler system.  Considered a B 

occupancy.  

 

18-10-51 Northridge Middle School, Crawfordsville  

 

Approved with Condition(s) – Commissioner Pannicke; Commissioner Jordan  

Condition(s) – Smoke detection will be provided in the 4 rooms mentioned in the 

application. 

 

Ed Rensink, RTM, requested a variance to have a glass front on the media center and on 

the project rooms. There will be smoke detection in there, and it will only be 4 rooms.  

 

18-10-52 (a) (b) Sweet Wedding Barn, Waldron 



 

Approved with Condition(s) – (a) Commissioner Furnish; Commissioner Corey 

Approved – (b) Commissioner Heinsman; Commissioner Furnish 

Condition(s) – Approved until 1/1/2020 

 

Carrie Ballinger, RTM, requested variance (a) for temporary restrooms, and variance (b) to 

use chapter 34.  

 

18-10-54 (a) (b) (c) (d) (e) (f) (g) Cummins Corporate Office Building Renovation 

 

Approved – (a) (c) Commissioner Furnish; Commissioner Jordan, (b) Commissioner 

Heinsman; Commissioner Henson, (d) Commissioner Popich; Commissioner Heinsman, 

(g) Commissioner Henson; Commissioner Furnish, (e) Commissioner Henson; 

Commissioner Popich  

Approved with Condition(s) – (f) Commissioner Heinsman; Commissioner Henson 

Condition(s) - Those floors will only be used as a mechanical room  

Abstained – Commissioner Pannicke  

 

Proponent requested variance (f) to have the 3rd, 4th, and 5th floors converted into a 

mechanical room. There will be an exit to the stairs with discharge. Variance (g) is for the 

2nd floor meeting room to exit into the stairs or into the other buildings. This will be a 

sprinklered space with set occupancy of 147 with tables and 113 for row seating. Variance 

(b) is to use fire partitions instead of walls. 

 

18-10-58 Randolph County Highway Department Facility, Winchester  

 

Approved – Commissioner Pannicke; Commissioner Henson  

 

Christina Collester, RTM, requested a variance to allow a 2 hour fire wall instead of a 3 

hour wall. They don’t have the water supply for a sprinkler system.  

 

18-10-59 (a) (b) Red Brick Bridal Barn, Mitchell  

 

Approved with Condition(s) – (a) Commissioner Furnish; Commissioner Goeden, (b) 

Commissioner Heinsman; Commissioner Pannicke.  

Condition(s) – (a) Approved until 1/1/2020 

(b) Loft is to be used for storage only.  

 

Carrie Ballinger, RTM, requested variance (a) for temporary restroom use. Variance (b) is 

for using chapter 34. There will be a detection system and occupancy load of 80. 

 

12. Comments and Closing Remarks –  

 

Chairman Nicoson said Thank you for the long day and be safe!  

 

13. Adjournment at 5:35p.m. 
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